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5 @RTIFIKAT O KONTROLISANJU

mesto, datum / place,date :

SIVITHLA
P - PUPIN

CENTAR ZA GASNU TeHNiKU

INSPECTION CERTIFICATE Broj / Number. T 2129

Strana / Page 1/2
Na zahtev narucioca / LLC LD Pride — Russian Federation 454010,
By the request of purchaser: Chelyabinskaya oblast', gord Chelyabinsk, ulitsa
Eniseyskaya,d.56,str.3 etazh 2 pom.1
preduzeto je/ kontrolisanje novog proizvoda
set to: the new product inspection
u vezi sa lzvestajem o kontrolisanju /
in relation to Inspection report: Broj / Number. T 2129
sa dokumentima u prilogu/ - Prospekt proizvoda /
with enclosed documents: Catalogue pages of product,

- Dokumentacija o proizvodu /
Product documentation,

- lzvestaj o ispitivanju IMP-CGT-LAB broj V 2123 / Test
report by IMP-CGT-LAB No. V 2123

INSTITUT "MIHAJLO PUPIN" - CENTAR ZA GASNU TEHNIKU izjavijuje da:
INSTITUTE "MIHAJLO PUPIN" - GAS TECHNIQUE CENTRE declares that:

predmet kontrolisanja / Kuglaste slavine za vodu /

the inspection object : Metallic ball valves for water

proizveden od / LLC LD Pride — Russian Federation 454010,
manufactured by : Chelyabinskaya oblast', gord Chelyabinsk, ulitsa

Eniseyskaya,d.56,str.3 etazh 2 pom.1

oznaka - tip - serija / LD Pride...
mark - type - series :

kako je specificirano u Prilogu A, zadovoljava zahteve navedene u /
as specified in the Annex A, meets the requirements listed in:

referentnom dokumentu /
reference document : SRPS M.C5.035.

Sertifikat o kontrolisanju se izdaje na osnovu standarda SRPS ISO/IEC 17020:2012 .
The inspection certificate is issued on the basis of standard SRPS ISO/IEC 17020:2012 .

Nadzor usaglasenosti predmeta kontrolisanja se obezbeduje sa periodi¢nim
kontrolisanjem do dana /

Surveillance of the inspection object compliance is assured by periodical

inspection until the date : 20.09.2026.

izdat od / issued by :
RUKOVODIOCA CENTRA ZA GASNU
MK TEHNIKU
éﬂ( ECHNIQUE CENTRE MANAGER

OR\ristina Petkoyr,?/l.Sg.M.E.
e < (T,

CGT 4.001V.8

Beograd. 20.09.2021.
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Prilog A/
Annex A

oznaka - tip - serija /
mark - type - series :

QRTIFIKAT O KONTROLISANJU
INSPECTION CERTIFICATE

LD Pride...

Broj / Number.

T 2129

Strana / Page 212

detaljno oznaka tehnicke karakteristike / technical
- tip - serija / characteristics : . s
mark - type - series DN prikljuéci =t opis / description :
designation: /connections
LD Prid Metalna ruéna zaporna kuglasta slavina za vodu /
T Manually operated metallic ball shut-off valve for water
15 40
50 40 ;
25 F-F 40 .. Trucica/ T handle
32 25
15 40
20 40
25 40
32 F-F 25 .. poluga / LH lever handle
40 25
50 25
15 40
20 40 ’
e 75 F-M 40 .. Trucica/ T handle
32 25
15 40
20 40
25 40
12 F-M 25 .. poluga / LH lever handle
40 25
50 25
15 .
... Trucica/ T handle
gg MM A .. poluga / LH lever handle
15 : ;
... Trucica/ T handle
?2'(5] sl 0 .. poluga / LH lever handle




